
FCC 15.19(a) (3):

This device complies with part 15 of the FCC Rules.
Operation is subject to the following two conditions: 
1. This device may not cause harmful interference, and
2. This device must accept any interference received, including 

interference that may cause undesired operation.

Signature: Date: 

Client:   ServerLIFT Corporation

Model numbers:   SL-1000X®

Type of equipment:   Lifting device for IT equipment 
 for use in data centers

Manufacturer:   ServerLIFT Corporation
  602-254-1557

Report Date:   March 1 and 4, 2019

Test Performed By:   Compatible Electronic Inc.
  20621 Pascal Way 
  Lake Forest, California 92630 
  Ph: (949) 587-0400

   To:   FCC Part 15B, Class A

       General:   The results of this report apply 
  only to the sample tested

Declaration of Conformity

TEL: 602.254.1557   •   FAX:  602.254.1975

www.ServerLIFT.com


